Temporary plant to be installed during Phase 1 to serve blocks within Phases 1 & 2 until central energy centre is operational.

Central energy centre serving blocks within all phases to be installed during Phase 3.

Primary pipework connecting blocks within Phases 1 & 2 to central energy centre (located within Phase 3 block) to be installed during Phase 1 & 2.

Substation installed within Phase 1.